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RED #1
BLAC ##88 TO "SIGNAL" TERMINAL ON EHM BOARD
LACK #1
TO "COM” TERMINAL ON EHM BOARD
PURPLE #18
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TO 0-10VDC "SIGNAL" TERMINAL ON REMOTE PWM

(07) N3F¥D

) MMMOO000000000000000 (0
— ‘TEng Ngmvu‘_gc\lmgvmgo
% QUQQuQDuoogzuDDUDDUD
PVL/PVB6436AS
Honeywell O W
=
(@]
.&)gﬂo N N<=MT<LOO
§§§§' EE HUU oogggéoog
o) [ oo be NO0000000000 (O]
BLUE #18 ORANGE #18
TO "24VAC" TERMINAL ON REMOTE PWM

TO TRANSFORMER

24VAC \
YELLOW #18 GREEN #18

ACTUATOR NOTE: PRIOR TO LINKING DAMPER DEPRESS CLUTCH RELEASE BUTTON AND ROTATE ACTUATOR COLLAR FULLY CLOCKWISE. LINK DAMPER OPEN. MOTOR TURNS COUNTER
CLOCKWISE TO CLOSE.
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